Gate Automation Systems (Irl)

Preventative Maintenance Contract for Automatic Gate Systems.

1. Engineer to attend onsite and carry out full inspection of gate operation and
mechanism.

2. Inspect, clean and lubricate all moving parts.
3. Inspect and adjust all safety devices.

4. Check operation of all additional gate devices ie. flashing lights, key switches,
readers, keypads, etc.

5. Check operation of motors.

6. Check functions of the control panel

7. Check all cabling and connections.

8. Adjust where necessary the speed of the opening / closing cycle.
9. Check top and bottom hinges.

10. Check all fixings.

11. Check the operation of the loop and adjust if necessary.

12. Issue full report on findings.

13. Any minor repairs to be undertaken at time of visit.

14. Any other repairs / parts to be quoted to client prior to work being carried out.
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